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FLOOR PLAN - SYMBOLS LEGEND

NEW WALL / PARTITION EXISTING WALLS TO REMAIN

NEW DOOR AND FRAME r ' EXISTING DOOR AND
FRAME TO REMAIN
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INTERIOR ELEVATION BORROWED LITE, REFER TO
DETAILS ON SHEET A%-830

PARTITION TYPE

—_— = = = CONSTRUCTION LIMITS - CORNER GUARD (REFER TO
ARCHITECTURAL DETAIL C3/A$-300)
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A. DIMENSIONS ON FLOOR PLAN ARE BASED ON FACE OF FINISHED WALL TO FACE OF
FINISHED WALL (NOMINAL).

B. VERIFT ALL DIMENSIONS AND CONDITIONS AT JOB SITE. PORTIONS OF EXISTING
CONSTRUCTION MAY HAVE BEEN REMOVED BY FHCC.
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THIS WORK. COORDINATE WITH FHCC ANY DISRUPTION IN SERVICES REQUIRED TO PERFORM
WORK OR TO MODIFY EXISTING PIPING, DUCTWORK OR ANY ASSOCIATED EQUIPMENT.

FLOOR: SC & D. REFER TO PROJECT MANUAL FOR ROOM FINISH SCHEDULE AND NOTES.

%II:_II\III(\IGI-I <;E|II3 5 E. REFER TO SHEET 830 FOR DOOR SCHEDULES, DOOR TYPES, AND NOTES.
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PORTION OF WALL TO BE FULL HEIGHT.

PARTIAL HEIGHT WALL. REFER TO DETAIL B&/AS-900.
RECESSED FLOOR SLAB IN THESE AREAS.

UDC WALL SYSTEM. REFER TO FOOD SERVICE DRAWINGS.
NEW CONCRETE 8LAB. REFER TO DETAIL D3/4600.

NEW DRINKING FOUNTAIN. REFER TO ELEVATION Ag/AS80I.
PATCH WALL TO MATCH EXISTING.

REMOVABLE SECTION OF RAILING. REFER TO DETAIL Be/600.
PROVIDE 3 7" HIGH CONCRETE HOUSEKEEPING PADS UNDER EQUIFMENT.
NEW CHAIN LINK FENCE.

NEW GRASS SEED IN THIS AREA.

EXISTING RELOCATED FIRE EXTINGUISHER.

PATCH WALL TO MATCH EXISTING.

PROVIDE AND INSTALL 7' PLYWOOD ON ALL WALLS OF FROM FLOOR TO 96" AFF.
PLYWOOD TO BE PAINTED ON ALL & SIDES WITH (2) COATS OF FIRE RETARDANT PAINT.

DOWNSPOUT AND SPLASHBLOCK
NEW MECHANICAL LOUVER. REFER TO DETAILS CI AND DI/AS-600
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EXTERIOR WALL: CAST-IN-PLACE CONCRETE RETAINING WALL
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EXTERIOR WALL: MULTI WYTHE MASONRY WALL CONSISTING OF 4' FACE BRICK WITH 6"
CONCRETE MASONRY BACK-UP W/ INSULATED CORES. PROVIDE HORIZONTAL MASONRY JOINT
REINFORCING 2 16" OC (REFER TO STRUCTURAL DRAWINGS FOR REQUIRED VERTICAL
REINFORCING), WEEP HOLES 2 16" OC, FLASHING, EXPANSION AND CONTROL JOINTS.
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EXTERIOR WALL: MULTI WYTHE MASONRY WALL CONSISTING OF 4' FACE BRICK WITH &'
CONCRETE MASONRY BACK-UP W/ INSULATED CORES. PROVIDE HORIZONTAL MASONRY JOINT
REINFORCING 2 16" OC (REFER TO STRUCTURAL DRAWINGS FOR REQUIRED VERTICAL
REINFORCING), WEEP HOLES 2 l6" OC, FLASHING, EXPANSION AND CONTROL JOINTS.

TR

EXTERIOR WALL (BELOW GRADE): REINFORCED CAST-IN-PLACE CONCRETE FOUNDATION WALL
WITH SHEET MEMBRANE WATERPROOFING. TERMINATE ALL MEMBRANE PERIMETER EDGES WITH
" X 1" ALUMINUM COMPRESSION BAR WITH CONTINUOUS SEALANT. (EDIT FOR: DAMPPROOFING,).
PROVIDE 2" RIGID FOUNDATION INSULATION, EXTEND FULL HEIGHT VERTICALLY.

GYPSUM BOARD PARTITION SCHEDULE

': INTERIOR STEEL STUD PARTITION

3 3%" STEEL STUDS @ le" OC WITH 3" SOUND ATTENUATION INSULATION AND ONE LAYER %" GYPSUM
.: _ H BOARD @ EACH FACE. PROVIDE | HR RATED UL #U465 DESIGN WHERE 1 HR CONSTRUCTION 1S
INDICATED ON PLANS.
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INTERIOR FURRING PARTITION

@ 2Vy" STEEL STUDS 2 16" OC WITH ONE LATER %' GTPSUM BOARD. (REFER TO DETAIL C5/AS900)
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FLOOR: SC
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39" STEEL STUDS 2 16" OC WITH ONE LAYER %" GYPSUM BOARD.

GYPSUM BOARD PARTITION GENERAL NOTES

ALL GYPSUM BOARD PARTITIONS SHALL BE UNLESS OTHERWISE NOTED ON FLOOR FPLAN.
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— J GYPSUM BOARD PARTITION DIMENSIONS ON FLOOR PLAN ARE BASED ON FACE OF FINISHED PARTITION TO
FACE OF FINISHED PARTITION (NOMINAL).

. o
~§';IATCHLINE ——  MATCHLINE —— MATCHLIIEéiIZ —— MATCHLINE

MAIMATCHUINE ~————  MATCHLINE ————  MATCHLINE —MMJTCHUNE ———  MATCHLINE
LOCKER CORRIDOR

MALE i
LOCKER i 1 FLOOR: VCT FLOOR: SC
015A [ CEILIN(,3: 1x1 CEILING: 1x1 MC
FLOOR: VCT b CLNVG, HetT CLN'G HGHT
CEILING: 1x1 MC =8-0 = 7'-10
CLN'G HGHT

— 8,—0" ..;..‘,.;
3 CART

. t_ 4
\ C/\’II WASH
2 4 P TAI CT / 005 |

REFER TO GYPSUM BOARD SPECIFICATION FOR LOCATIONS ¢ TYPE(S) OF GTPSUM BOARD MATERIAL REQUIRED.
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PROVIDE TYPE "X' FIRE RATED GYPSUM BOARD AT ALL FIRE RATED PARTITIONS.

—+

SEAL ALL WALL PENETRATIONS AT PERIMETER AND FIRESTOP ALL FIRE RATED PARTITIONS.

,I 6)_877

PLATFORM ¢

L]

,I 6’_8”

EXTEND ALL GYPSUM BOARD PARTITIONS FULL HEIGHT TO UNDERSIDE OF STEEL DECK ABOVE. AT METAL
DECK CONSTRUCTION ABOYE PROVIDE SLIP JOINT BETWEEN TOP OF PARTITION AND UINDERSIDE OF METAL
DECK / STRUCTURAL STEEL MEMBER ABOVE. REFER TO DETAIL C&/AS00.
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MASONRY PARTITION SCHEDULE

INTERIOR MASONRY PARTITION

6" CONCRETE BLOCK.

@ 2' CONCRETE BLOCK.

MASONRY PARTITION GENERAL NOTES

MASONRY PARTITIONS INDICATED WITH THE FOLLOWING HATCH PATTERN: [~

o 4 @ 6 - ALL MASONRY PARTITIONS SHALL BE 6" CONCRETE BLOCK UNLESS OTHERWISE NOTED OR DIMENSIONED.
N ! H PARTIAL BASEMENT FLOOR PLAN NORTH REFER TO FLOOR PLAN FOR PARTITION THICKNESSES.
/g'=I'-0"

GRAPHIC SCALE L PROVIDE UL FIRE RATED CONCRETE BLOCK AT ALL FIRE RATED PARTITIONS.

T
N

SEAL ALL WALL PENETRATIONS AT PERIMETER AND FIRESTOP ALL RATED PARTITIONS.

EXTEND CONCRETE BLOCK PARTITIONS FULL HEIGHT TO UNDERSIDE OF STEEL DECK ABOVE (OR PRECAST
PLANK ABOVE IF APPLICABLE). REFER TO DETAIL C4/A5-300. PROVIDE HORIZONTAL MASONRY JOINT
REINFORCEMENT AT 16" OC VERTICALLY. REFER TO STRUCTURAL DRAWINGS FOR VERTICAL REINFORCEMENT
REQUIREMENTS.
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